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ELECTRICAL SPECIFICATIONS

. GUARANTEES AND RESFONSIB\ UTV ALL MATERMLAND WORKMANSHIP
FOR ONE VEAR FROM DATE CEPTANCE. ALL DEFECTS
SHALL BE CORREGTED WITHOUT C CHARGE, INCI.UD\NG ALL PATCH:NG
AND PAINTING AND OTHER INCIDENTAL REPAIRS OR REPLACEMENT.

WORKMANSHIP: ALL WORK SHALL BE INSTALLED IN ANEAT,
ORDERLY MANNER. DEVICES, S, EXPOSED RACEWAYS,
COVERS, FIxTURES ETC. sHAL;.REE éxLIELNEn

PLICABLI
SHALL BE OFFSET WHERE THEY ENTER SURFACE-MOUNTEI
EQUIPMENT, WIRING stTALLED IN PANELS AND OTHER ENcLasuREs
SHALL BE NEATLY LOOPED AND LACED & NOT WADDED OR BUNDLED,

. MATERIAL STANDARDS ALL MATERIALS SHALL BE NEW & CONFORM
TO THE APPLICABLE STANDARDS WHERE SUCH HAVE BEEN
£STABLISHED FOR THE MATEFIALS IN QUESTION. THE
FUBucAT\oNs AND STANDARDS OF THE ORGANIZATIONS BELOW

RE APPLICABLE TO THE MATERJALS SPEGIFIED HEREIN,

A AMERICAN SOGIETY FOR TESTING AND MATERIALS (ASTM)
B.  UNDERWRITER'S U\BURATORIES N (UL )

©. AMERICAN STANDARDS ASSOCIATION (AS)

D, NATIONAL ELECTRICAL MANUFACTURER’S ASSDCIATION (NEMA)
E.  NATIONAL FIRE PROTECTION ASSOCIATION (NFPA)

WHERE REFERENCE IS MADE TO TRADE NAMES OR NAMES OF
MANUFACTURERS, SUGH REFERENCES ARE MADE SOLELY TO
DESIGNATE AND TO IDENTIFY THE QUALITY OF THE MATERIALS Of
EQUIPMENT TO BE FURNISHED, AND DOES NOT PRECLUDE THE USE
OF "EQUAL" EQUIPMENT AS AFPROVED BY THIS ENGINEER,

REFERENCE STANDARDS: INSTALLATION SHALL COMPLY WITH THE
REGULATIONS OF THE FOLLOWING:

A NATIONAL ELECTRICAL CODE (NFPA), 2008 EDITION
B. FLORIDA BUILDING CODE 2007 EDITION

DO NOT SCALE ELECTRICAL DRAWINGS. REFER TO PLANS AN|
ELEVATIONS FOR EXACT LOGATION OF ALL EGUIPMENT. CONERM
WITH OWNER'S REPRESENTATIVE.

THE MIN\MUM WIRE SIZE SHALL BE #12 AWG, UNLESS OTHERWISE
LL CONDUK ALL BE DOGFPER Vé}lTH W \NSULI\“ELN

TED.
D SWA(LER MAY BE SOLID AND ALL 'FHDSE #
D LARGER StALL BE STRANDED.

ALL RACEWAVS AND PIPES PLACED IN OR THRU A CONCRETE SLAB
E SPACED A MINIMUM OF 3 DIAMETERS OF THE LARGEST
GONDU\T OR PIPE OF ANY OTHER SERVICH

ALL RACEWAYS SHALL BE CARLON PY-DUIT, TYPE A, ULL. LISTED OR
EQUAL. CONDUIT prr'rmes AND GEMENT SHALL BE PRODUCED BY
THE SAME MANUFACTURES

A, RUNSIN CONCRETE N CONTAGT WITH EARTH,
UNDERGROUNE D OR IN INTERIOR WALLS OR FEEDERS
114" OR U\RGER SPALL BE RIGID STEEL OR PV

B.  METALLIC ELECTRICAL CONDUIT MAY BE USED IN THE
INTERIOR PARTITIONS AND CEILINGS.

. OUTLET BOXES SHALL BE POLY\VINYL OHLORIDE AND SHALL
CONFORM TO THE N.EM.A. STANDARDS,

). THE DISCONNECT SWITCHES SHALL BE HORSEPOWER-RATED HEAVY
DUTY, QUICK-MAKE/QUIGK-BREAK IN N.E.M A1 INTERIOR,4 EXTERIOR.

. IT1S NOT THE INTENT OF THESE PLANS TO SHOW EVERY MINGR
DETAIL OF GONSTRUGTION. THE CONTRACTOR IS EXPECTED TO
FURNISH & INSTALL ALL TEME FOR A GOMPLETE ELECTRICAL

TO
COMMENCING WORK, NO ADDITIONAL PAYMENT WILL BE MADE FGR
THE CONTRAGTOR'S FAILURE TO NOTIFY THE ARCHITECT/ENGINEER.

GROUNDING
ELECTRODE
CONDUCTOR:

‘GROUNDING
ELECTRODE M

3 #310 THWN
FROM FPL \

FROM TRANSFORMER ' ENTRANCE

3#310 THWV\i] 72"

16,000 AIC
15,000 A/C

EXISTING FPL

METER TO PANEL
REMAIN @ . A

200A

LOCATED AT

TABLE 250.66,SERVICE IN I
#310. GROUNDING:#3

1# 3 THWN-314" (GND)/—N

EXITSTING TWO 5/8"x10' GROUNDING RODS SPACED 6'
BOND TO A 3/4" COPPER WATER PIPE STUB-OUT AT
METER LOCATION & ENCASED GROUND SEE DETAIL.
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ELECTRIC RISER DIAGRAM

SCALE:N.T.S.

TYPE: SQUARE '0' OR SIMILAR MAIN BUS: 2004
COMMERCIAL ELECT. PANEL A" NEUTRAL: 1430
120/240v 1PH. 3W. FEEDER: 2430
MOUNTING: SurFAGE (ALL 20 AMPS, 1 POLE CKTS. EXCEPT AS NOTED) LOCATION: AS SHOWN

SERVICE:
VOLTAGE:

AMPS
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REMARKS REMARKS

WIRE
COND.

SIZ|
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[\ INSTANT WATER HEATER 6 s 11800 1 80

20

800 12 |12 LIGHT SIGN

110] LIGHT SIGN 12 | % 300

300 112 12 OUTLETS 11 12 REFRIGERATOR 12 % 1200

20

1500 112 12 GFI BATH 13 it OUTLETS 12 % 1200

20

1800 | 112 | 12 GFILABORATORY |15 s GFILABORATORY | 12 | % | 1800

20

12 QUTLETS 17 18 GFI LAUNDRY 12 Y 1800

20

12 LIGHTINGS 19 - 20 LAUNDRY CKT 12| % 1200

p| o af o] oo

5000 % | 10 AIC AHU-2 NI nkd OUTLETS 12 % 1600

N
S

Uz 2 LIGHTINGS 12| % | 600

16800 LOADS ARE 125% 26700

TOTAL VA:43500  AMPS=43500/240=181 AMPS

20 In.
MIN,

01612 FDE

do Gonzalez
steven (nlbert

BOLTED-TYPE
CONNEGTION DEVICE b
OR EXOTHERMIC WELI FLASHING

NONMETALLIC
PROTEGTIVE
SLEEVE.

COPPER CONDUCTOR OR STEEL
= No. 4 AWG OR LARGER BARE
REINFORCING BAR ORROD NOT
LESS THAN \-INCH DIAMETER.

1/4” BIRD SCREEN.
RUST RESISTANT

B N

1/2" SHEET
METAL SCREW
(4 TYPICAL)

4"8 SHEET METAL EXHAUST
DUCT. SEE FLOOR PLAN
FOR SIZE

GAUGE: 24
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ELECTRODE DETAIL

Date Tine Stamp

SCALE:N.T.S.

Disp. Trade Stamp MName

10/17772012 11:05:50 ARL A FIEE Approved

100172012 349458 P D ELEC Disapprowved

‘!c 20 AMPS RECEPTACLES
N MPLIANCE WITH_NEC 2008
EDITION ITEMS 210 12 & 406.
T0 BE C D TYPE:ARC FAUI.T
INTERRUPTOR CIRCUIT AND CIRCUT—
RESISTANT RECEPTACLES.

AS PER NEC 210.12 PROVIDE AL ounzrs EN
DROOMS, HALLWAY, LIVING,
DINING ROCM TO BE ARC FAULT \NTERRUPTE‘D_?

PROVIDE IN THE 15 & 20 AWPS
RECEPTACLES CIRCUITS TAMPER—
REHSWU RECEPTACLES AS PER
HEC 406,

PROVIDE ALL SMOKE DETECTORS
WITH BATIERY BACKUP AS PER
FBC 907.2.8.3 AND NFPA 72

DESCRIPTION

CEILING MOUNTED LIGHT

DUPLEX RECEPTACLE

I

RECEPTACLE GROUND FAULT INTERRUPTER
EXISTING ELECTRICAL PANEL

WALL SWITCH (SINGLE, DOUBLE)

WALL SWITCH (3-WAY)

20 VOLT RECEPTACLE

DISCONNECT SWITCH

EXHAUST FAN:50CFM 120-1-80

CEILING MOUNTED SMOKE DETECTOR

WALL MOUNTED LIGHT

EXIT SIGN

Ele 5@0@‘@&»»

PULL STATION

EMERGENCY LIGHT

@L

STROBE LIGHT

EXISTiNG 10 BERELOCATED  GFi= GROUND FAULT INTERRUPTER

UNDERCAB\NET

G=  COUNTER TOP LEVEL VP= VAPOR PRD{]F
BC.=  BELOW COLNTER WP= WEATHER PROOF
EL=EXTERICR LIGHT

VH= VERIFY PRIOR TO INSTALLATION
PUSH BUT

EXIT SIGN & EMERGENCY LIGHTS COMBO

NOT ADJACENT
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SITE PLAN
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RECEPTION | ©
DECK

A1
le-
—
I
t
!
Al -
e AREA
L

EXISTING INSTALLATIONS
TO BE ACCOMMODATE TO
NEW OCCUPANCY

PUBLIC
AREA
Azz
=S|
P A0

OFFICE NOT ADJACENT
TENANT. SEE

REVISIONS
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PROPOSED TENANT SPAGE TO BE USED LIE ANIAL CLINC

NIMAL CLINIC
2134 SW 67 AVENUE
MIAMI, FL 33155
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—-DATE
06-08-2012
SCALE
AS SHOWN
DESIGNED
E.O.
E.O.

CHECKED

DRAWING NO.
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